**Public Swimming Pool Inspection Report**

**Name of Facility:**
ABC County Camping

**Address:**
4105 Frando Rd.

**City:** Carrollton, OH 44615

**Health District:** Carroll County

<table>
<thead>
<tr>
<th>Type visit</th>
<th>Type pool</th>
<th>Setting</th>
<th>Special feature (SF)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Standard</td>
<td>Pooll</td>
<td>Wading pool</td>
<td>Kiddle slide</td>
</tr>
<tr>
<td>Re-inspection</td>
<td>SPA</td>
<td>Zero Entry</td>
<td>Playground slide</td>
</tr>
<tr>
<td>Complaint</td>
<td>SUP</td>
<td>Spray ground</td>
<td>Rec slide</td>
</tr>
<tr>
<td>Epi Investigation</td>
<td></td>
<td>School</td>
<td>Water slide</td>
</tr>
<tr>
<td>Consultation</td>
<td></td>
<td>Govt</td>
<td>Fountain</td>
</tr>
<tr>
<td></td>
<td></td>
<td>MHP</td>
<td>Other</td>
</tr>
</tbody>
</table>

- **Inp Date (mm/dd/yy):** 5/29/19
- **Inp Time:** 6:40 PM
- **Travel Time:** 15 min.
- **ID no.:**
- **License no.:**

**Surface area (sf):**

- **Volume (gallons):**

**Flow measurement reading (gpm):** 10

**Max allow filter flow: (gpm) [filter label]:** 140

**Max allow flow: SF pump capacity (gpm):**

**Critical violations (3701-31-04B(1)(a-l)):**

- [ ] (a) Outlet covers installed/secured in compliance
- [ ] (d) Circulation/Disinfection system operating properly
- [ ] (g) Water clarity: (can see pool bottom)
- [ ] (i) Pool treated after RWI
- [ ] (b) SVRS devices functioning
- [ ] (e) Automatic chemical controller functioning properly
- [ ] (h) Natural or artificial light sufficient
- [ ] (k) Proper use/storage of chemicals
- [ ] (c) Disinfection residual as required
- [ ] (f) Lifeguards on duty
- [ ] (j) Fecal accident treated properly
- [ ] (l) No Electrical hazards present

**Water Quality 3701-31-04 C, D:**

- **Total Chlorine-C1, (ppm):** 1.5
- **pH (7.2-7.8):** 7.5
- **Alkalinity (ppm) [60]:** 130 ppm
- **Bromine-B, (ppm) [2-4]:** N/A
- **Spa water temp [104°F]:** N/A
- **ORP/HRH (millivolts):** 650
- **Spa water replaced every 30 days:**
- **Cyameric acid (ppm) ≤ 70:**

**Responsibilities of the Operator 3701-31-04:**

- **(A) License is displayed or on file:** Good
- **(B) No domestic animals unless otherwise permitted:**
- **(D) No gas chlorine for disinfection:**
- **(E) Exclusion of people with obvious infectious wound:** Yes
- **(F) Safety equipment is visible and accessible:**
- **(G) Authorized representative available within 30 minutes:**
- **(H) Feeding device connected to circulation system:**
- **(I) Mixing tank for spray ground has disinfection:**
- **(J) Secondary disinfection device is not adversely affecting water quality:**
- **(K) Lifeguards are provided and on duty as required:**

**THE ITEMS LISTED BELOW ARE IN VIOLATION OF OHIO ADMINISTRATIVE CODE CHAPTER 3701-31 AND MUST BE CORRECTED:**

- **Measure Chlorine before opening:**
- **Every 4 hours:**
- **Closing at:** 11, 10, 8
- **Pool just opened less than a week ago.**
- **Operation good at time of inspection.**

**Remarks:**

- **See additional remarks on the attached form, HFA 5217:**
- **Re-inspection required?** Yes No
- **Compliance date:**

**Sanitation/Zone:**

**Myra Paniker As**

**Phone:** 330-639-4866

**Operator or Representative:**

**Phone:**
### Public Swimming Pool Equipment Inventory Report

<table>
<thead>
<tr>
<th>Name of facility</th>
<th>Type visit</th>
<th>Type pool</th>
<th>Setting</th>
<th>Special feature</th>
</tr>
</thead>
<tbody>
<tr>
<td>ABC Country Club</td>
<td>Standard</td>
<td>Pool</td>
<td>-</td>
<td>-</td>
</tr>
<tr>
<td></td>
<td></td>
<td>SPA</td>
<td>-</td>
<td>-</td>
</tr>
<tr>
<td></td>
<td></td>
<td>SUP</td>
<td>-</td>
<td>-</td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>Address</th>
<th>Volume (gallons)</th>
<th>Turnover rate (min)</th>
<th>Min. required flow (gpm)</th>
</tr>
</thead>
<tbody>
<tr>
<td>P.O. Box 901</td>
<td></td>
<td>(30, 120, 240, 480, ...)</td>
<td></td>
</tr>
</tbody>
</table>

<table>
<thead>
<tr>
<th>City</th>
<th>Inspection time</th>
<th>Travel time (min)</th>
</tr>
</thead>
<tbody>
<tr>
<td>Carrollton, OH</td>
<td></td>
<td>20 min</td>
</tr>
</tbody>
</table>

| Authority: OAC 3701-31-03(F) | The following section shall be completed annually for each public swimming pool to verify the equipment installed and that there have been no unauthorized changes. |

#### Filters

- **Sand**
- **Cartridge**
- **Vacuum Pressure**

#### Pumps

- **Circulation**: Pentair
- **Make**: Pentair
- **Model**: WFL
- **Hp**: 1.5
- **Hair/Lint Strainer?** Yes
- **Max. allowable filter flow (gpm)**

#### Air pump

- **Make**: Pentair
- **Model**: 300-39X
- **Horsepower**: 1/2

**Meters and Gauges**

- Flow meter: Circulation
- **Flow reading**
- **Range (gpm)**: 90
- **Reading (gpm)**: 40

<table>
<thead>
<tr>
<th>Disinfection Primary feeder</th>
<th>Make</th>
<th>Model</th>
</tr>
</thead>
<tbody>
<tr>
<td>Calcium hypochlorite</td>
<td>Pentair</td>
<td>300-39X</td>
</tr>
<tr>
<td>Di-Chloro</td>
<td></td>
<td></td>
</tr>
<tr>
<td>Tri-Chloro</td>
<td></td>
<td></td>
</tr>
</tbody>
</table>

#### Equipment labels are intact and legible or information is on file for reference? Yes

- **Remarks**

   - Pool equipment good @ time of inspection

### Operator or Representative

- **Name**: Jennifer R. Manchen
- **Phone**: 637-4866