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Introduction 
The purpose of the Whitley County Regional Water and Sewer District (District) is to provide the 
residents of Whitley County an agency for which residents in the unincorporated areas of Whitley 
County could seek the provision of sanitary sewer service and public potable water service.   

The Board of Trustees of the District instructed BCS Management, Inc. (BCS) to prepare a Preliminary 
Investigative Report (PIR) for the provision of sanitary sewer service to the Jefferson Township area of 
County Road East 800 South and County Road South 700 East.  The PIR included a review of available 
information, discussions with representatives of Aqua Indiana, comparison with similar utility projects 
the use of generally accepted engineering, finance, cost estimating and revenue projection practices.   

Description of the Study Area and Treatment Provider 
The Jefferson Township Area No. 1 is located in unincorporated Whitley County (Jefferson Township) 
along County Road East 800 South and County Road South 700 East on the east side of Whitley County 
near the east county line with Allen County.  The neighborhood includes approximately twenty-six (26) 
households that have been included in this investigation.   

The nearest sewage treatment provider is the private utility of Aqua Indiana.  Aqua Indiana has existing 
sewage collection infrastructure at the Westfield Passage neighborhood and on the east side of East 
County Line Road.  Aqua Indiana has expressed a willingness to provide treatment services for this 
project.  Aqua Indiana noted the following requirements for providing service with the District: 

• Service would be subject to Aqua Indiana’s sewer tariffs approved by the Indiana Utility 
Regulatory Commission and other service rules and regulations of Aqua Indiana.   

• Aqua Indiana has a $1,300 initial connection charge.   

Sanitary Sewer Service Options and Costs 
Several infrastructure options for providing sewer service to the study area were investigated in detail.  
The most cost-effective option is described as a Low Pressure Piping System with Individual Grinder 
Pump Stations.   

This option includes individual grinder pump stations for each customer installed along the existing Aqua 
Indiana sewer piping along County Road East 800 South.  In addition, small diameter (2 inch), low 
pressure piping coupled with individual grinder pump stations for each customer would be installed 
along County Road South 700 East.  Sewage from these areas would flow to the existing Aqua facilities 
eastwardly toward their treatment facilities in adjacent Allen County.  A general listing of the 
infrastructure cost is listed in Table 1.   

Table 1.  Infrastructure Cost 

 Selected Option – Low Pressure 
Number of Customers 26 
Estimated Total Project Cost $390,000 

 Values are rounded on this Table.   



3 
 

Expected Monthly Rates 
The resulting monthly rate for the study area is dependent on two primary elements:  The cost of 
treatment from the treatment partner (Aqua Indiana) and the cost of the local sanitary service by the 
District.  The monthly charge would include maintenance and repair of the new sewer infrastructure.  
The individual grinder pump stations would use homeowner electrical service but be maintained by the 
District for at least the first 20-years of service.   

The range of resulting monthly rates for the study area is presented in Table 2. 

Table 2.  Monthly Rate Comparison 

 Selected Option – Low Pressure 
Low end of Expected Rates $107 
High end of Expected Rates $163 

 Values are rounded on this Table.   

Expected Initial Costs (Not included in Monthly Rates) 
There are initial costs to the homeowner that cannot be included in the monthly rate and are 
traditionally not eligible for waiver, grant or other subsidy.  The homeowner would need to address 
these cost items at the time of obtaining sewer service.   

Table 3.  Expected Initial Cost Listing 

 Low Pressure System; Individual Grinder Pump Stations 
Aqua Indiana Connection 
Charge 

$1,300 

Septic tank decommission 
(pump out and back fill) 

$500 to $1000 

Home connection piping*; 
electrical connection 

$1,500 to $2,500* 

 * assumes 50 feet of connection piping from public sewers 
Values are rounded on this Table.   

Anticipated Project Timing 
The implementation of such a project is anticipated to take more than a year.  The project schedule 
would include:  

• 1 month of additional planning (February 2019) 
• 6 months of design (July/August 2019) and  
• 9-12 months of construction and testing (September – June 2020) 

This makes sewer service beginning in early to mid 2020.   

Regarding Individual Grinder Pump Stations 
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The homes in this project area would be provided sewer service with an individual grinder pump station 
(IGPS) to transport (pump) the sewage to the public sewer system.  These units are described as an 
underground tank and pump system equipped with an above ground control panel and alarm.  Each unit 
is wired into the electrical control panel of the home.  A cross section drawing of an IGPS installation 
along with a representative photograph of a control panel is included with this report.  The homeowner 
is able to select the location of the IGPS as long as the chosen location is free of drainage problems, 
water well set-backs, improvements and pavements or other obstructions.  Control panels can be 
installed nearby on the sides of houses, garages or sheds but a separate post installation is 
recommended to avoid operational noises from interrupting home occupants.   

The District will operate, maintain and repair the IGPS for at least the first 20-years of service.  At the 
conclusion of the first 20-years of service, the IGPS will be serviced and then become the responsibility 
of the homeowner.  Other districts in Indiana are implementing programs that will continue to maintain 
the IGPS after the first 20-years for an additional nominal charge.  
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Cross Section of an Individual Grinder Pump Station (IGPS) 

 

 

Representative Photograph of a Control Panel for an IGPS 

 

The Control Panel for an 
individual grinder pump 
station is approximately 

24” to 36” tall. 


